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Abstract 
This paper compares the operating capabilities of STATCOMs based on Modular Multilevel Cascaded Converters 
(MMCC) using star and delta connections, with special attention to unbalanced load compensation. Zero sequence 
voltage for star connection, and zero sequence current for delta, need to be applied to overcome the phase cluster 
DC-voltage unbalance. Expressions are derived for both zero sequence elements as functions of the degree of load 
unbalance defined as the ratio of negative to positive sequence load current. They show that the zero sequence 
voltage in star connection reaches a very high level as the degree of load unbalance increases, making the MMCC 
DC-link voltage too high for correct functioning. However the delta connected MMCC can cope with the high 
level of load current unbalance. Experimental results are presented to validate this analysis. 
Keywords 
 Multilevel converter, STATCOM, Unbalance load, Star, Delta 
List of Symbols and Abbreviations 
vo, io  Zero sequence voltage and current 
kir  degree of Load unbalance, In/Ip 
Ip, In  positive and negative sequence currents 
ĳipĳin  positive and negative sequence current phase angles 
Vp  Supply side phase voltage 
ĳvp  Voltage phase angle 
Id_ref  reference converter positive sequence active current 
VDC_avg  average value of three phase sub-module capacitor voltages  
VDC_i  average value of phase sub-module capacitor voltages, where i=a, b, c or ab, bc, ca 
nmp  number of sub-modules per phase 
Kp_dc, Ki_dc Active Current proportional and integral controller gains 
Kp_i, Ki_i               cluster voltage balancing proportional and integral controller gains per phases  
VS  Maximum Supply side voltage  
VDC  nominal sub-module capacitor voltage  
is  Supply side current 
vci  converter cluster reference voltages where i=a, b, c or ab, bc, ca 
ici  converter cluster currents where i=a, b, c or ab, bc, ca 
STATCOM: Static Synchronous Compensator; MMCC: Modular Multilevel Cascaded Converter; SSBC: Single 
Star Bridge Converter; SDBC: Single Delta Bridge Converter; VSC: Voltage Source Converter; NPC: Neutral 
Point Clamped; 2L-HB Two-level H-Bridge, 3L-FCC: Three-level Flying Capacitor Converter; PCC: Point of 
Common Coupling. 
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1. INTRODUCTION 
The Voltage Source Converter (VSC) based-Static Synchronous Compensator (STATCOM) is now an established 
and highly effective device for voltage control and reactive power compensation in power networks [1-3]. 
Compared to its predecessors, such as the thyristor-controlled SVC, the STATCOM has the advantages of fast 
response, high flexibility and low harmonic injection to the grid. With continuing changes in power systems, 
notably electricity market deregulation, increasing interconnection and wider use of the less predictable renewable 
energy sources, the need for development of STATCOMs and other FACTS devices, such as Synchronous Series 
Compensator (SSSC), Unified Power Flow Controller (UPFC), becomes ever more pressing. Important aspects 
are the selection of installation locations, the selection and optimal parameter tuning for STATCOM and other 
FACTS devices, to deliver high performance control of voltage and power and damp out disturbances during 
transient states [4-6]. On the other hand, world-wide interest has been drawn to Modular Multi-level Cascaded 
Converters (MMCC) as possible next-generation inverters for STATCOMs and many other applications [7-9] in 
medium and high voltage (11 kV up to 200 kV) power systems. The commonly accepted MMCC uses single-
phase H-bridge VSCs as fundamental building blocks which are serially stacked to form a phase limb.  The three-
phase limbs of an MMCC may be in either star or delta connection, hence being classified as Single-Star Bridge 
Converter MMCC (SSBC-MMCC) and Single-Delta Bridge Converter MMCC [10-12].  
With proper control, STATCOMs can be equally capable for unbalanced load mitigation. Typical causes of 
unbalance are large single-phase loads such as traction drives, arc furnaces, adjustable speed drives and switch-
mode power supplies. Renewable energy sources frequently appear as unbalanced generators, rather than loads. 
Such loads cause unbalanced line voltage drops, and hence unbalanced network voltages at the point of common 
coupling. All loads connected to the affected points would be supplied with distorted unbalanced voltages, causing 
undesired effects of equipment malfunction, resonance and even damage, and low power factor and increased line 
losses and harmonics in power systems. When using a STATCOM to compensate the unbalanced load current, it 
should identify and then actively supply the required negative-sequence component of the load current, thus re-
balancing the currents at the point of common coupling (PCC). The STATCOM converters used for this 
application are typically two-level H-bridge types with step-up transformers, [13-14] while classical multilevel 
converters, such as Neutral Point Clamped (NPC) types, have also been applied [15]. Recently both SSBC-MMCC 
and SDBC-MMCC-based STATCOMs have been investigated for use in unbalanced current compensation [16-
21], though these treatments are all for unbalance caused by PV power generation. Benefits of MMCC-based 
STATCOMs over conventional topologies are modularity and hence scalability, using their modular nature to 
extend to any voltage level required without step-up transformers [19-21], and good output voltage waveform 
quality at low switching frequencies.  The switching and clamping devices in an MMCC can be rated at modular 
level, enabling it to use devices rated at lower powers and withstanding lower voltage stresses. However when an 
MMCC-based STATCOM operates under unbalanced loading it faces the challenge of DC-link voltage 
imbalance. This is caused by non-zero active power flowing between the converter phase limbs. Where the 
STATCOMs of two-level or classical multilevel converters can have three phase limbs sharing a common dc-link, 
for MMCCs the stacked H-bridge modules have their respective DC-capacitors isolated from each other, so no 
active power exchange between phases is possible. Consequently DC-link voltages may drift away from their 
desired levels, resulting in STATCOM malfunction and excessive device stress or damage. Various methods for 
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addressing this problem have been investigated [22-25]; one approach for SSBC MMCC is to inject a sinusoidal 
zero-sequence voltage to balance the power between phase clusters[25-26]. This, however, restricts the 
67$7&20¶Vcapability in load unbalance compensation since the total DC-link capacitor voltage available in 
each phase cluster is reduced. Other approaches being proposed for extending the compensation level are in the 
context of using MMCCs for grid-connected PV systems[27-30] where the idea is to inject a non-sinusoidal zero 
sequence voltage with harmonic contents across each cluster. In the case of the SDBC MMCC, the proposed 
approach has been to inject a zero sequence current [15, 20].In [31], the authors gave a detailed analysis on the 
limitations of  various methods for both the SSBC and SDBC MMCCs, assuming applications requiring active 
power injection into the grid system and not yet treating reactive power and unbalanced load compensation. 
Authors in [25] illustrated the relationship between the cluster voltage references and the degree of current 
imbalance but not specifying the operating range of the SSBC inverter for unbalanced load compensation. 
This paper investigates the MMCC STATCOM for both reactive power and unbalanced current compensations. 
A new result from the work is the detailed derivation of explicit expressions for the zero sequence voltage as a 
function of the degree of load current imbalance for the SSBC converter, and for zero sequence current as a 
function of load current imbalance for the SDBC. These equations will enable the quantifications of the converter 
ratings required or compensating a given degree of load unbalance. The analysis will give the operation range 
limits of both types of MMCC-STATCOMs when operating under unbalanced loading and while performing 
voltage and power factor regulation. 
The paper is structured as follows. Section 2 presents the circuit configurations of the SSBC and SDBC MMCC 
when the building blocks are either two-level H-bridge or three-level full-bridge flying capacitor converters (3L-
FCC).  Section 3 presents the problems of unbalanced voltage caused by non-zero active power for both types of 
STATCOM when compensating an unbalanced load. Subsequently their individual control schemes are discussed 
in Section 4. In Section 5, the operating ranges of both SSBC and SDBC are analysed. To validate this analysis, 
experimental results are discussed in Section 6.  
2. CIRCUIT CONFIGURATIONS OF MMCC±BASED STATCOMS 
An MMCC-based STATCOM may be in either star (SSBC) or delta connections (SDBC) as illustrated in Figs. 
1(a) and (b) respectively. For SSBC the neutral points of the supply and converter sides are not connected together. 
The basic cells in the phase clusters can be either two level H-bridge (2L-HB) or three level flying capacitor cells 
(3L-FCC). Both topologies, outlined below, have been used for STATCOM applications [10, 11]. 
3. ANALYSIS OF INTER CLUSTER DC-VOLTAGE IMBALANCE 
For both SSBC and SDBC MMCC-based STATCOMs, irrespective of their cell topology, when they are used for 
unbalanced load compensation, the problems of DC voltage imbalance between the three phase clusters (inter-
cluster) occurs. This is due to the compensating negative sequence current generating a non-zero active power 
inside the converter clusters thus resulting in sub-module DC capacitor voltages to be unbalance. This imbalance 
can be analysed for both converter configurations as follows. 
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Fig. 1.Two MMCC STATCOM Systems: (a) SSBC, (b) SDBC and  (c) 2L-FB, (d) 3L-FCC 
3.1 The SSBC MMCC-based STATCOM 
The phase voltages at the point of common coupling (PCC) having magnitude VP and phase angle ĳVP can be 
written as: ݒ௔ ൌ ௣ܸ݁௝ఝೇು ǡ ݒ௕ ൌ ௣ܸ݁௝ሺఝೇುିమഏయ ሻǡ ݒ௖ ൌ ௣ܸ݁௝ሺఝೇುାమഏయ ሻ 
     
(1) 
For unbalanced load compensation the STATCOM reference phase currents comprise a positive and negative 
sequence components, IP and In, given as: ݅௥௔כ ൌ ܫ௣݁௝ఝ೔೛ ൅ ܫ௡݁௝ఝ೔೙  ݅௥௕כ ൌ ܫ௣݁௝ሺఝ೔೛ିమഏయ ሻ ൅ ܫ௡݁௝ሺఝ೔೙ାమഏయ ሻ        (2) ݅௥௖כ ൌ ܫ௣݁௝ሺఝ೔೛ାమഏయ ሻ ൅ ܫ௡݁௝ሺఝ೔೙ିమഏయ ሻ  
Where ĳiP ĳin are respectively the phase angles of the positive and negative sequence currents taking their 
respective PCC phase voltages as references. Thus the total active power per phase cluster is expressed as 
௔ܲ ൌ ܴሾሺ ௣ܸ݁௝ఝೇುሻሺܫ௣݁ି௝ఝ೔೛ ൅ ܫ௡݁ି௝ఝ೔೙ሻሿ  ൌ ௣ܸܫ௣ሺ߮௏௉ െ ߮௜௣ሻᇣᇧᇧᇧᇧᇧᇤᇧᇧᇧᇧᇧᇥி௜௥௦௧௧௘௥௠ ൅ ௣ܸܫ௡ሺ߮௏௉ െ ߮௜௡ሻᇣᇧᇧᇧᇧᇧᇤᇧᇧᇧᇧᇧᇥௌ௘௖௢௡ௗ௧௘௥௠   
௕ܲ ൌ ܴሾሺ ௣ܸ݁௝ቀఝೇುିమഏయ ቁሻሺܫ௣݁ି௝ቀఝ೔೛ିమഏయ ቁ ൅ ܫ௡݁ି௝ቀఝ೔೙ାమഏయ ቁሻሿ  ൌ ௣ܸܫ௣ሺ߮௏௉ െ ߮௜௣ሻᇣᇧᇧᇧᇧᇧᇤᇧᇧᇧᇧᇧᇥி௜௥௦௧௧௘௥௠ ൅ ௣ܸܫ௡ሺ߮௏௉ െ ߮௜௡ ൅ ଶగଷ ሻᇣᇧᇧᇧᇧᇧᇧᇧᇤᇧᇧᇧᇧᇧᇧᇧᇥௌ௘௖௢௡ௗ௧௘௥௠       (3) 
௖ܲ ൌ ܴሾሺ ௣ܸ݁௝ቀఝೇುାమഏయ ቁሻሺܫ௣݁ି௝ቀఝ೔೛ାమഏయ ቁ ൅ ܫ௡݁ି௝ቀఝ೔೙ିమഏయ ቁሻሿ  ൌ ௣ܸܫ௣ሺ߮௏௉ െ ߮௜௣ሻᇣᇧᇧᇧᇧᇧᇤᇧᇧᇧᇧᇧᇥி௜௥௦௧௧௘௥௠ ൅ ௣ܸܫ௡ሺ߮௏௉ െ ߮௜௡ െ ଶగଷ ሻᇣᇧᇧᇧᇧᇧᇧᇧᇤᇧᇧᇧᇧᇧᇧᇧᇥௌ௘௖௢௡ௗ௧௘௥௠   
(a)   (b) 
 
(c) 
(d) 
L L L L L L 
5 
 
The first term in each of the above three expressions is the active power due to positive-sequence current for 
compensating converter losses. This power is taken from the grid and is equal for the three phases and is regulated 
through the active power control as will be discussed in section 4.1.The second terms are cross-products of positive 
and negative sequence voltage and current, they are non-zero and not equal. The isolated DC-links of the stacked 
modules in each phase cluster do not allow active power exchange between phases, resulting in inter cluster DC-
link voltage imbalance.  
An effective method involves adding a common zero-sequence voltage to the inverter star point M. such that the 
active power generate by the zero sequence cancels out the effect of the non-zero active power terms in each 
phases without interfering with the three-phase voltage and current at the network side. 
3.2 The SDBC-based STATCOM 
In this case the-per phase cluster powers are based on voltage across each phase limb and current flowing through 
it. Note that the line-to-line voltage at PCC vab corresponds to converter delta phase limb voltages vSǻQ (n=a, b, c) 
and are expressed as: ݒ௣⁡?௔ൌ ݒ௔௕ ൌ ሺݒ௔ െ ݒ௕ሻ ൌ ⁡?⁡?ܸ ௣݁௝ቀఝೇುାഏలቁ  ݒ௣⁡?௕ൌ ݒ௕௖ ൌ ሺݒ௕ െ ݒ௖ሻ ൌ ⁡?⁡?ܸ ௣݁௝ቀఝೇುିഏమቁ        (4) ݒ௣⁡?௖ൌ ݒ௖௔ ൌ ሺݒ௖ െ ݒ௔ሻ ൌ ⁡?⁡?ܸ ௣݁௝ሺఝೇುାఱഏల ሻ        ݅௥௔௕כ ൌ ଵ⁡?ଷ ሺܫ௣݁௝ሺఝ೔೛ାഏలሻ ൅ ܫ௡݁௝ሺఝ೔೙ିഏలሻሻ  ݅௥௕௖כ ൌ ଵ⁡?ଷ ሺܫ௣݁௝ሺఝ೔೛ିഏమሻ ൅ ܫ௡݁௝ሺఝ೔೙ାഏమሻሻ        (5) ݅௥௖௔כ ൌ ଵ⁡?ଷ ሺܫ௣݁௝ሺఝ೔೛ାఱഏల ሻ ൅ ܫ௡݁௝ሺఝ೔೙ିఱഏల ሻሻ  
So the active power per phase is given as: 
௔ܲ௕ ൌ ܴሾሺ⁡?⁡?ܸ ௣݁௝ሺఝೇುାഏలሻሻሺ ଵ⁡?ଷ ሺܫ௣݁ି௝ሺఝ೔೛ାഏలሻ ൅ ܫ௡݁ି௝ቀఝ೔೙ିഏలቁሻሻሿ  ൌ ௣ܸܫ௣ሺ߮௏௉ െ ߮௜௣ሻᇣᇧᇧᇧᇧᇧᇤᇧᇧᇧᇧᇧᇥி௜௥௦௧௧௘௥௠ ൅ ௣ܸܫ௡ሺ߮௏௉ െ ߮௜௡ ൅ గଷሻᇣᇧᇧᇧᇧᇧᇧᇤᇧᇧᇧᇧᇧᇧᇥௌ௘௖௢௡ௗ௧௘௥௠   ௕ܲ௖ ൌ ܴሾሺ⁡?⁡?ܸ ௣݁௝ሺఝೇುିഏమሻሻሺ ଵ⁡?ଷ ሺܫ௣݁ି௝ሺఝ೔೛ିഏమሻ ൅ ܫ௡݁ି௝ሺఝ೔೙ାഏమሻሻሻሿ     (6) ൌ ௣ܸܫ௣ሺ߮௏௉ െ ߮௜௣ሻᇣᇧᇧᇧᇧᇧᇤᇧᇧᇧᇧᇧᇥி௜௥௦௧௧௘௥௠ ൅ ௣ܸܫ௡ሺ߮௏௉ െ ߮௜௡ ൅ ߨሻᇣᇧᇧᇧᇧᇧᇧᇤᇧᇧᇧᇧᇧᇧᇥௌ௘௖௢௡ௗ௧௘௥௠   
௖ܲ௔ ൌ ܴሾሺ⁡?⁡?ܸ ௣݁௝ሺఝೇುାఱഏల ሻሻሺ ଵ⁡?ଷ ሺܫ௣݁ି௝ሺఝ೔೛ାఱഏల ሻ ൅ ܫ௡݁ି௝ሺఝ೔೙ିఱഏల ሻሻሻሿ  ൌ ௣ܸܫ௣ሺ߮௏௉ െ ߮௜௣ሻᇣᇧᇧᇧᇧᇧᇤᇧᇧᇧᇧᇧᇥி௜௥௦௧௧௘௥௠ ൅ ௣ܸܫ௡ሺ߮௏௉ െ ߮௜௡ ൅ ହగଷ ሻᇣᇧᇧᇧᇧᇧᇧᇧᇤᇧᇧᇧᇧᇧᇧᇧᇥௌ௘௖௢௡ௗ௧௘௥௠     
Similar to the SSBC case the non-zero and non-equal active powers expressed by the second terms of the above 
power equations would cause cluster DC-voltages imbalance and the method to overcome this is to inject a zero 
sequence current io through the converter phase clusters to ensure the active power due to negative current across 
each cluster is nullified. 
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4. INTER CLUSTER VOLTAGE BALANCING CONTROL  
As mentioned earlier the voltage balance control for SSBC configuration relies on deriving zero-sequence voltage 
vo and that for SDBC needs zero-sequence current io. Both can be obtained based on evaluating the required phase 
powers Pa*, Pb*, Pc* (cluster active powers) which can ensure balanced phase-cluster voltages using voltage 
feedback loops. These active power evaluations are discussed below. 
4.1 Active Power/Current Evaluation 
As shown in (3) and (6) respectively, there are two active power elements flowing through each phase limb. The 
first element, due to compensating converter losses, depends on the active current, Id_ref, required for maintaining 
the average value of the three phase-limb DC-bus voltages to the nominal level. This current can be evaluated 
using the well-known DC-bus voltage feedback control scheme as illustrated in Fig. 2(a). Obtaining the average 
value, VDC_avg, of the three phase-limb DC-link voltages requires calculating per phase limb average DC voltage. 
This can be done by averaging the measured individual module voltages within the corresponding phase chain, so 
the DC-link average voltages for each phase are given respectively as: 
஽ܸ஼⁡?௔ൌ ଵ௡೘೛ ⁡? ஽ܸ஼⁡?௜௔௡೘೛௜ୀଵ ǡ ஽ܸ஼⁡?௕ൌ ଵ௡೘೛ ⁡? ஽ܸ஼⁡?௜௕௡೘೛௜ୀଵ ǡ ஽ܸ஼⁡?௖ൌ ଵ௡೘೛ ⁡? ஽ܸ஼⁡?௜௖௡೘೛௜ୀଵ     (7) 
Where nmp denotes the number of sub-modules per phase and VDC_avg can be evaluated as: 
஽ܸ஼⁡?௔௩௚ൌ ௏ವ಴⁡? ାೌ௏ವ಴⁡? ା್௏ವ಴⁡?೎ଷ          (8) 
For the second power element which is the negative sequence active power relies on implementing a cluster 
voltage balancing control scheme since it is this power flowing in and out of each converter phase limb causing 
the imbalance of the phase limb DC-link voltages.  As shown in Fig. 2(b) this cluster voltage balancing control 
consist of three PI regulators respectively for each phase limb. The reference voltage for the three voltage 
controllers is the same average voltage VDC_avg evaluated in (8) and feedback voltages are the respective phase 
limb average voltages (i.e VDC_a, VDC_b and VDC_c) as derived by (7). The output of each regulator generates the 
reference active power for the corresponding phase of the STATCOM converter and will be used to determine the 
common zero sequence components to be injected in both configurations. 
4.2 SSBC: Zero-Sequence Voltage vo Estimation 
Estimation of vo follows the principle that the sum of active power caused by the injected zero sequence voltage 
and that of existing active power expressed in (3) should balance the reference powers from cluster voltage control 
loop in Fig. 2(b).  Thus the equations for power across each phase including the term due to vo are written as: ௔ܲ ൌ ܴሾሺ ௣ܸ݁௝ఝೇು ൅ ௢ܸ݁௝ఝ೚ሻሺܫ௣݁ି௝ఝ೔೛ ൅ ܫ௡݁ି௝ఝ೔೙ሻሿ ൌ ௣ܸܫ௣ ൫߮௏௉ െ ߮௜௣൯ ൅ ௣ܸܫ௡ ሺ߮௏௉ െ ߮௜௡ሻ ൅ ௢ܸܫ௣ሺ߮௢ െ ߮௜௣ሻ ൅ ௢ܸܫ௡ሺ߮௢ െ ߮௜௡ሻ 
௕ܲ ൌ ܴሾሺ ௣ܸ݁௝ቀఝೇುିమഏయ ቁ ൅ ൅ ௢ܸ݁௝ఝ೚ሻሺܫ௣݁ି௝ቀఝ೔೛ିమഏయ ቁ ൅ ܫ௡݁ି௝ቀఝ೔೙ାమഏయ ቁሻሿ ൌ ௣ܸܫ௣ ൫߮௏௉ െ ߮௜௣൯ ൅ ௣ܸܫ௡  ൬߮௏௉ െ ߮௜௡ ൅ ⁡?ߨ⁡?൰ ൅ ௢ܸܫ௣ሺ߮௢ െ ߮௜௣ ൅ ⁡?ߨ⁡?ሻ ൅ ௢ܸܫ௡ሺ߮௢ െ ߮௜௡െ ⁡?ߨ⁡?ሻ 
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௖ܲ ൌ ܴሾሺ ௣ܸ݁௝ቀఝೇುାమഏయ ቁ ൅൅ ௢ܸ݁௝ఝ೚ሻሺܫ௣݁ି௝ቀఝ೔೛ାమഏయ ቁ ൅ ܫ௡݁ି௝ቀఝ೔೙ିమഏయ ቁሻ ൌ ௣ܸܫ௣ ൫߮௏௉ െ ߮௜௣൯ ൅ ௣ܸܫ௡  ቀ߮௏௉ െ ߮௜௡ ൅ ଶగଷ ቁ ൅ ௢ܸܫ௣ሺ߮௢ െ ߮௜௣ ൅ ଶగଷ ሻ ൅ ௢ܸܫ௡ሺ߮௢ െ ߮௜௡ െଶగଷ ሻ            (9) 
Any two of the above three power equations can be used to determine the amplitude and phase angle of vo. 
Assuming the first two are used they can be written as: ௢ܸܫ௣ሺ߮௢ െ ߮௜௣ሻ ൅ ௢ܸܫ௡ሺ߮௢ െ ߮௜௡ሻ ൌ ௔ܲ െ ሺ ௣ܸܫ௣ ൫߮௏௉ െ ߮௜௣൯ ൅ ௣ܸܫ௡ ሺ߮௏௉ െ ߮௜௡ሻሻ  ௢ܸܫ௣ሺ߮௢ െ ߮௜௣ ൅ ଶగଷ ሻ ൅ ௢ܸܫ௡ሺ߮௢ െ ߮௜௡ െ ଶగଷ ሻ ൌ ௕ܲ െ ሺ ௣ܸܫ௣ ൫߮௏௉ െ ߮௜௣൯   (10) ൅ ௣ܸܫ௡  ቀ߮௏௉ െ ߮௜௡ ൅ ଶగଷ ቁሻ         
and their more compact forms are given as:        ܺ௔ଵ ௢ܸܿ݋ݏ߮௢ ൅ ܺ௔ଶ ௢ܸݏ݅݊߮௢ ൌ ௔ܲ െ ܺ௔ଷ  ܺ௕ଵ ௢ܸܿ݋ݏ߮௢ ൅ ܺ௕ଶ ௢ܸݏ݅݊߮௢ ൌ ௕ܲ െ ܺ௕ଷ        (11) 
Simplifying (11) yields: 
௢ܸ ൌ ሺ௉ೌି௑ೌయሻ௑ೌభୡ୭ୱఝ೚ା௑ೌమୱ୧୬ఝ೚          (12) ߮௢ ൌ ሾሺ௉ೌି௑ೌయሻ௑್భିሺ௉್ି௑್యሻ௑ೌభሺ௉್ି௑್యሻ௑ೌమିሺ௉ೌି௑ೌయሻ௑್మሿ        (13) 
Where ܺ௔ଵ ൌ ܫ௣ܿ݋ݏ߮௜௣ ൅ ܫ௡ܿ݋ݏ߮௜௡ ǡ ܺ௔ଶ ൌ ܫ௣ݏ݅݊߮௜௣ ൅ ܫ௡ݏ݅݊߮௜௡ ǡ ܺ௔ଷ ൌ ௣ܸܫ௣ ൫߮௏௉ െ ߮௜௣൯ ൅ ௣ܸܫ௡ ሺ߮௏௉ െ ߮௜௡ሻ  ܺ௕ଵ ൌ ܫ௣ܿ݋ݏሺ߮௜௣ െ ⁡?ߨ⁡?ሻ ൅ ܫ௡ܿ݋ݏሺ߮௜௡ ൅ ⁡?ߨ⁡?ሻǡ ܺ௕ଶ ൌ ܫ௣ݏ݅݊ሺ߮௜௣ െ ⁡?ߨ⁡?ሻ ൅ ܫ௡ݏ݅݊ሺ߮௜௡ ൅ ⁡?ߨ⁡?ሻǡ ܺ௔ଷ ൌ ௣ܸܫ௣ ൫߮௏௉ െ ߮௜௣൯ ൅ ௣ܸܫ௡ܿ݋ݏሺ߮௏௉ െ ߮௜௡ ൅ ଶగଷ ሻ  
and its time domain instantaneous voltage is expressed as: ݒ௢ ൌ ௢ܸ ሺݓݐ െ ߮௢ሻ          (14) 
Where ߠ ൌ ߱ݐis the synchronous rotating angle created by the phase locked loop (PLL). 
4.3 SDBC: Zero-Sequence Current io Estimation 
In this case the cluster active powers evaluated from voltage feedback control (Fig. 2(b)) are Pab, Pbc and Pca, and 
are equal to the sum of active power caused by the injected zero sequence current io and that of existing active 
power expressed in (6), thus we have,  
௔ܲ௕ ൌ ܴሾሺ⁡?⁡?ܸ ௣݁௝ሺఝೇುାഏలሻሻሺ ⁡?⁡?⁡?ሺܫ௣݁ି௝ሺఝ೔೛ାഏలሻ ൅ ܫ௡݁ି௝ሺఝ೔೙ିഏలሻሻ ൅ ܫ௢݁ି௝ఝ೚ሻሿ ൌ ௣ܸܫ௣ ൫߮௏௉ െ ߮௜௣൯ ൅ ௣ܸܫ௡  ቀ߮௏௉ െ ߮௜௡ ൅ గଷቁ ൅ ⁡?⁡?ܸ ௣ܫ௢ሺ߮௏௉ െ ߮௢ ൅ గ଺ሻ   
௕ܲ௖ ൌ ܴሾሺ⁡?⁡?ܸ ௣݁௝ሺఝೇುିഏమሻሻሺ ⁡?⁡?⁡?ሺܫ௣݁ି௝ሺఝ೔೛ିഏమሻ ൅ ܫ௡݁ି௝ሺఝ೔೙ାഏమሻሻ ൅ ܫ௢݁ି௝ఝ೚ሻሿ ൌ ௣ܸܫ௣ ൫߮௏௉ െ ߮௜௣൯ ൅ ௣ܸܫ௡ ሺ߮௏௉ െ ߮௜௡ ൅ ߨሻ ൅ ⁡?⁡?ܸ ௣ܫ௢ሺ߮௏௉ െ ߮௢ െ గଶሻ   (15) 
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௖ܲ௔ ൌ ܴሾሺ⁡?⁡?ܸ ௣݁௝ሺఝೇುାఱഏల ሻሻሺ ⁡?⁡?⁡?ሺܫ௣݁ି௝ሺఝ೔೛ାఱഏల ሻ ൅ ܫ௡݁ି௝ሺఝ೔೙ିఱഏల ሻሻ ൅ ܫ௢݁ି௝ఝ೚ሻሿ ൌ ௣ܸܫ௣ ൫߮௏௉ െ ߮௜௣൯ ൅ ௣ܸܫ௡  ቀ߮௏௉ െ ߮௜௡ ൅ ହగଷ ቁ ൅ ⁡?⁡?ܸ ௣ܫ௢ሺ߮௏௉ െ ߮௢ ൅ ହగ଺ ሻ  
Any two power equations above can be used to determine the amplitude and phase angle of io, and the first two 
are chosen they can be written as: ⁡?⁡?ܸ ௣ܫ௢ሺ߮௏௉ െ ߮௢ ൅ గ଺ሻ ൌ ௔ܲ௕ െ ሺ ௣ܸܫ௣ ൫߮௏௉ െ ߮௜௣൯ ൅ ௣ܸܫ௡  ቀ߮௏௉ െ ߮௜௡ ൅ గଷቁሻ  ⁡?⁡?ܸ ௣ܫ௢ሺ߮௏௉ െ ߮௢ െ గଶሻ ൌ ௕ܲ௖ െ ሺ ௣ܸܫ௣ ൫߮௏௉ െ ߮௜௣൯ ൅ ௣ܸܫ௡ ሺ߮௏௉ െ ߮௜௡ െ ߨሻሻ  (16) 
and their more compact forms are given as: ܺ௔௕ଵܫ௢ܿ݋ݏ߮௢ ൅ ܺ௔௕ଶܫ௢ݏ݅݊߮௢ ൌ ௔ܲ௕ െ ܺ௔௕ଷ  ܺ௕௖ଵܫ௢ܿ݋ݏ߮௢ ൅ ܺ௕௖ଶܫ௢ݏ݅݊߮௢ ൌ ௕ܲ௖ െ ܺ௕௖ଷ       (17) 
Where ܺ௔௕ଵ ൌ ⁡?⁡?ܸ ௣ܿ݋ݏሺ߮௏௉ ൅ గ଺ሻǡ ܺ௔௕ଶ ൌ ⁡?⁡?ܸ ௣ݏ݅݊ሺ߮௏௉ ൅ గ଺ሻǡ ܺ௔௕ଷ ൌ ௣ܸܫ௣ ൫߮௏௉ െ ߮௜௣൯ ൅ ௣ܸܫ௡  ቀ߮௏௉ െ ߮௜௡ ൅ గଷቁ  ܺ௕௖ଵ ൌ ⁡?⁡?ܸ ௣ܿ݋ݏሺ߮௏௉ െ గଶሻǡ ܺ௕௖ଶ ൌ ⁡?⁡?ܸ ௣ݏ݅݊ሺ߮௏௉ െ గଶሻǡ  ܺ௔ଷ ൌ ௣ܸܫ௣ ൫߮௏௉ െ ߮௜௣൯ ൅ ௣ܸܫ௡ܿ݋ݏሺ߮௏௉ െ ߮௜௡ െ ߨሻ  
From (17) the zero sequence current amplitude and phase angle can be derived as: ܫ௢ ൌ ሺ௉ೌ್ି௑ೌ್యሻ௑ೌ್భୡ୭ୱఝ೚ା௑ೌ್మୱ୧୬ఝ೚         (18) ߮௢ ൌ ܽݎܿݐܽ݊ሾሺ௉ೌ್ି௑ೌ್యሻ௑್೎భିሺ௉್೎ି௑್೎యሻ௑ೌ್భሺ௉್೎ି௑್೎యሻ௑ೌ್మିሺ௉ೌ್ି௑ೌ್యሻ௑್೎మሿ       (19) 
and its time domain instantaneous formular is expressed as ݅௢ ൌ ܫ௢ ሺݓݐ െ ߮௢ሻ          (20) 
Fig. 3 shows the flowchart of the control algorithm for both SSBC and SDBC STATCOMs for performing reactive 
power and unbalanced load compensations. Firstly the negative sequence and positive sequence reactive currents 
are extracted from the measured load current, leaving only the positive sequence active currents which will be 
supplied by the source at PCC. Meanwhile the required active current due for the overall sub-module dc capacitor 
voltage balancing is computed. Both these current elements are combined to form the STATCOM reference value 
for its current control. The next step involves evaluating the magnitude and angle of zero sequence components 
(v0 for SSBC and i0 for SDBC). These use the currents evaluated from the first step, PCC voltages and the inter-
cluster active powers and apply Eq. (12) and (13) or (18) and (20). The calculated zero sequence components are 
then combined with the reference converter voltages obtained from the current control loop, forming the reference 
voltage signals required by the PWM scheme for the converter switching control. 
9 
 
 
Fig. 2. Active Power/current compensation controllers: (a ) Active current compensation controller and (b) 
cluster voltage balancing controller. 
 
Fig. 3. Flowchart of Single cell MMCC for unbalanced load compensation. 
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5. ANALYSIS AND COMPARISON OF OPERATION RANGES  
There is an adverse effect caused by injecting the common zero sequence voltage and current respectively to 
SSBC and SDBC converters for balancing their inter phase cluster sub-module DC-link voltages. That is the 
capability of the converters in compensating the grid unbalanced load may be reduced due to the total DC-link 
capacitor voltage/current available in each cluster being limited. This can be analysed by investigating the 
variations of vo and io as functions of the degree of load unbalance which is defined by the modulus of ratio of 
negative and positive sequence currents give as: ܭ௜௥ ൌ ூ೙ூ೛           (21) 
5.1 SSBC: Zero Sequence Voltage VS Degree of Unbalance 
The amplitude and phase angle of the sinusoidal zero sequence voltage vo are expressed respectively by equations 
(12) and (13), substituting their corresponding terms in (14) and expanding sine term using trigonometric identity 
gives-     ݒ௢ ൌ ሺ௉ೌି௑ೌయሻ௑ೌభୡ୭ୱఝ೚ା௑ೌమୱ୧୬ఝ೚ ሺݏ݅݊߱ݐܿ݋ݏ߮௢ ൅ ܿ݋ݏ߱ݐݏ݅݊߮௢ሻ      (22) 
Dividing the RHS term numerator and denominator by 
oMcos  gives;  ݒ௢ ൌ ሺ௉ೌି௑ೌయሻ௑ೌభୡ୭ୱఝ೚ା௑ೌమ୲ୟ୬ఝ೚ ሺݏ݅݊߱ݐ ൅ ܿ݋ݏ߱ݐݐܽ݊߮௢ሻ       (23) 
According to ĳo given by (13),  ݐܽ݊߮௢ ൌ ሾሺ௉ೌି௑ೌయሻ௑್భିሺ௉್ି௑್యሻ௑ೌభሺ௉್ି௑್యሻ௑ೌమିሺ௉ೌି௑ೌయሻ௑್మሿ        (24) 
Substituting tan ĳo in (23) by the above expression and rearrange we have;  ݒ௢ ൌ ቂሾሺ௉್ି௑್యሻ௑ೌమିሺ௉ೌି௑ೌయሻ௑್మሿ௦௜௡ఠ௧ାሾሺ௉ೌି௑ೌయሻ௑್భିሺ௉್ି௑್యሻ௑ೌభሿ௖௢௦ఠ௧௑ೌమ௑್భି௑ೌభ௑್మ ቃ ൌ ே஽    (25) 
Simplifying (25) to show explicitly the variation of vo with respect to Ip and In, we process its numerator (N) and 
denominator (D) separately, and combine the results, the derivation process is given in Appendix A. The derived 
expression for vo as a function of IP and In is given as:  ݒ௢ ൌ ଶ⁡?ଷூ೛మ൫ଵି௄೔ೝమ ൯ ሺܫ௣ ቀܣ௔ଵ  ቀ߱ݐ ൅ ߮௜௣ െ ଶగଷ ቁ െ ܣ௕ଵ ൫߱ݐ ൅ ߮௜௣൯ቁ ൅ ܫ௡ ቀܣ௔ଵ  ቀ߱ݐ ൅ ߮௜௡ ൅ ଶగଷ ቁ െܣ௕ଵ ሺ߱ݐ ൅ ߮௜௡ሻቁሻ          26) 
Where Aa1 and Ab1 are the power terms as expressed in appendix A. 
As seen from (26), vo is inversely proportional to the difference of the degree of unbalance Kir squared subtracted 
from 1 and directly proportional to the real components of the positive and negative sequence reference currents. 
This means that the magnitude of vo increases with Kir increment. In the rare case whenܫ௡ ൎ  ܫ௣ ǡ ܭ௜௥ ൎ ⁡?⁡?⁡?⁡?ǡݒ௢ ՜ ⁡? . The operating range of a star connected STATCOM is limited by the voltage capability of each phase 
cluster. When compensating a highly unbalanced load, vo is added to each converter phase voltage to ensure the 
inter cluster voltages being balanced. However, addition of vo leads to the converter phase voltage exceeding its 
rated level, therefore resulting in the SSBC operating in over-modulation mode or even becoming uncontrollable.  
The relationship between the ratio of vo to phase voltage (vo/Vp), degree of unbalance Kir, and the phase angle of 
the negative sequence current ߮௜௡ is shown in Fig. 4(a). It can be observed that the magnitude of the cluster DC-
link voltage must be rated higher than Vp under unbalanced current compensation because vo increases beyond Vp 
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as Kir increases. The zero sequence voltage is mainly determined by Kir but independent of the magnitude of the 
compensated reference currents. 
The maximum value of vo is generated at specific phases߮௜௡ ൌ െߨ ⁡?⁡? ǡ ߨ ⁡?⁡?  ⁡?ߨ ⁡?⁡? while minima 
occur at߮௜௡ ൌ ߨ ⁡?⁡? ǡ െߨ ⁡?⁡?  െ ⁡?ߨ ⁡?⁡? .Fig 4(b) shows that at߮௜௡ ൌ ߨ ⁡?⁡? ሺǤ ሻ, the zero 
sequence voltage increases to about 9p.u at Kir= 0.9, beyond this value, a steep increase of vo occurs and is 
illustrated in Fig 4(b). 
For a purely reactive current compensated along with unbalance current, the phase angle of the positive sequence 
current߮௜௣ ൌ ߨ ⁡?⁡?   and power loss is also assumed negligible ( ௔ܲ ൌ ௕ܲ ൌ ௖ܲ ൌ ⁡?). With the mentioned 
assumption, the zero sequence voltage is simplified and given as:   ݒ௢ ൌ ଶ௏೛௄೔ೝ⁡?ଷ൫ଵି௄೔ೝమ ൯ ሺሺ⁡?ଷଶ ܭ௜௥ ܿ݋ݏ ߮௜௡ െ ⁡?Ǥ⁡?ሻݏ݅݊ሺ߱ݐ ൅ ߮௜௡ሻ ൅ ሺ⁡?ଷାଵଶ ܭ௜௥ ܿ݋ݏ ߮௜௡ െ ⁡?Ǥ⁡?ݏ݅݊ ߮௜௡ሻ ܿ݋ݏሺ߱ݐ ൅ ߮௜௡ሻሻ
            (27) 
This equation establishes the dependency of vo on the degree of load unbalance without taking into consideration 
the magnitude of the compensated positive and negative sequence currents. 
 
Fig. 4. Zero sequence voltage plots: (a) Relationship between vo/Vp, degree of unbalance In/Ip, and the phase 
angle of the negative sequence current inM  with Vp=230V and (b) Zero sequence voltage vo, versus degree of 
unbalance Kir at ߮௜௡ ൌ ߨ ⁡?⁡? ݎܽ݀ሺܯܽݔǤ ܮ݅݉݅ݐሻ 
 
 
 
 
(a) 
(b) 
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5.2 SDBC: Zero Sequence Current VS Degree of Unbalance   
The relationship of io with degree of unbalance compensated for SDBC-based STATCOM can also be derived. 
Substituting (18) into (20) yields, ݅௢ ൌ ሺ௉ೌ್ି௑ೌ್యሻ௑ೌ್భୡ୭ୱఝ೚ା௑ೌ್మୱ୧୬ఝ೚ ሺݏ݅݊߱ݐܿ݋ݏ߮௢ ൅ ܿ݋ݏ߱ݐݏ݅݊߮௢ሻ      (28) 
Dividing throughout by 
oMcos  gives: ݅௢ ൌ ሺ௉ೌ್ି௑ೌ್యሻ௑ೌ್భୡ୭ୱఝ೚ା௑ೌ್మ୲ୟ୬ఝ೚ ሺݏ݅݊߱ݐ ൅ ܿ݋ݏ߱ݐݐܽ݊߮௢ሻ       (29) 
Substitution of
oMtan from (19) into (29) gives ݅௢ ൌ ቂሾሺ௉್೎ି௑್೎యሻ௑ೌ್మିሺ௉ೌ್ି௑ೌ್యሻ௑್೎మሿ௦௜௡ఠ௧ାሾሺ௉ೌ್ି௑ೌ್యሻ௑್೎భିሺ௉್೎ି௑್೎యሻ௑ೌ್భሿ௖௢௦ఠ௧௑ೌ್మ௑್೎భି௑ೌ್భ௑್೎మ ቃ ൌ ே஽   (30) 
The solution of the instantaneous zero sequence current is: ݅௢ ൌ ଶଷ ܫ௉ሾቀ ௉ೌ್௏ುூು െ ܿ݋ݏ߮௜௣ െ ଵଶܭ௜௥ܿ݋ݏ߮௜௡ െ ⁡?ଷଶ ܭ௜௥ݏ݅݊߮௜௡ቁ ܿ݋ݏ ቀ߱ݐ െ గଶቁ െ ቀ ௉್೎௏ುூು െ ܿ݋ݏ߮௜௣ ൅ܭ௜௥ܿ݋ݏ߮௜௡ቁ ܿ݋ݏ ቀ߱ݐ ൅ గ଺ቁሿ         (31) 
The simplification of (29) to (30) are given in Appendix B, (31) shows that io depends on the Kir, Ip and power 
ratios Pab/ IpVp and Pbc/ IpVp respectively. Equation (31) shows that the magnitude of io flowing in the delta-
configured three-phase limbs is solely dependent on the values of the compensated current Ip and Kir. The equation 
shows that, for any degree of load unbalance io can be found for any degree of unbalance. The operating range of 
a delta-connected STATCOM is still limited by the degree of load unbalance to be compensated. This limitation 
is determined by the maximum current flowing in each converter cluster since it is a summation of io and the 
cluster compensated currents.  
The relationship between the ratio of io to the phase cluster rated current (io/I), degree of unbalance Kir, and the 
phase angle of negative sequence current߮௜௡ is shown in Fig. 5(a). It can be observed that the current rating of 
the SDBC MMCC must be rated higher than its balanced rating under unbalanced compensation currents because 
io increases as Kir increases. For this analysis the converter line current is rated at 2A. 
For a purely reactive current compensated along with unbalance current, the phase positive sequence 
current߮௜௣ ൌ ߨ ⁡?⁡?  and power loss is also assumed negligible ( ௔ܲ௕ ൌ ௕ܲ௖ ൌ ௖ܲ௔ ൌ ⁡?). With the mentioned 
assumption, the zero sequence current is simplified and given as:  ݅௢ ൌ െ ூ೙⁡?ଷ ሺ߱ݐ െ ߮௜௡ሻ         (32) 
Equation (32) establishes the dependency of the current circulating around the delta converter solely on the 
negative sequence current In.  
Another factor that influences the magnitude of io is ߮௜௡which defines the relationship between the negative 
sequence active and reactive currents. The maximum value of the zero sequence current is generated at specific 
angles of ߮௜௡ ൌ ⁡?ߨ ⁡?⁡?⁡? െ⁡?ߨ ⁡?⁡?⁡?   while minimum values at ߮௜௡ ൌ െߨ ⁡?⁡?⁡?  ⁡?⁡?ߨ ⁡?⁡?⁡?  
respectively. Fig. 5(b) shows that at ߮௜௡ ൌ െߨ ⁡?⁡?⁡? ሺǤ ሻܽ݊݀ ⁡?ߨ ⁡?⁡?⁡? ሺǤ ሻ , the zero 
sequence current rises linearly during Kir intervals of 0 to 1. 
Fig. 6 contrasts the increases of vo and io as Kir raises from 0 to 0.9. Note that the vertical axes on the right and left 
hand sides represents the magnitudes of io and vo respectively. At the level of unbalance when Kir=0.9, one can 
see that io is only 0.5 pu, hence 50% of the phase nominal value, however vo is 9 pu, 9 times of the nominal voltage 
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value!. From this plot, it is clear that the required magnitude of zero sequence current for balancing the inter-
cluster capacitor voltage of the SDBC is far lower than the zero sequence voltage required for SSBC. 
 
Fig. 5.Zero sequence current plots: (a)Relationship between the zero sequence current io, degree of unbalance 
In/Ip, and the phase angle of the negative sequence current inM  at In and Ip maximum equals 1A and 
(b)Relationship between the zero sequence current io, and degree of unbalance In/Ip, at ߮௜௡ ൌെߨ ⁡?⁡?⁡? ݎܽ݀ሺܯ݅݊Ǥ ܮ݅݉݅ݐሻܽ݊݀ ⁡?ߨ ⁡?⁡?⁡? ݎܽ݀ሺܯܽݔǤ ܮ݅݉݅ݐሻ, 
 
Fig. 6. Comparison between Zero sequence current and voltage for the same Kir=In/Ip condition at their maximum 
limits. 
 
 
 
(a) 
(b) 
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6. EXPERIMENTAL RESULTS 
TABLE1: EXPERIMENTAL CIRCUIT PARAMETERS  
Configuration  SSBC SDBC 
Max. phase voltage VS 60V 
Line frequency f 50Hz 
Number of modules per phase cluster 2 
Nominal module capacitor voltage VDC 50V 70V 
Nominal flying capacitor voltage Vfc 25V 35V 
AC inductor L 10mH 
Module Capacitor 1120µF 
Flying Capacitor  560µF 
Carrier frequency fc 750Hz 
Equivalent switching frequency 6000Hz 
Rated Power S 1.05KVA 
Experimental validations of the above analysis have been performed on a scale-down MMCC STATCOM built 
in the laboratory. The experimental prototype built in the laboratory is shown in Fig. 7. The prototype uses three 
phase MMCC with each phase cluster consisting of two series connected three level flying capacitor converter 
modules. The detailed system parameters of the experimental set up are given in Table1. The choice of filter 
inductor is according to switching harmonic spectra due to converter PWM modulation technique. Also, the sub-
module capacitors were selected to ensure that their voltage ripples should not exceed ±10% of its nominal voltage 
rating. The inter-cluster balancing proportional and integral control gains across each phase are Kp_a= Kp_b= 
Kp_c=0.5 and Ki_a= Ki_b= Ki_c=10. 
 
Fig. 7.Photograph of Laboratory set-up 
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The converter is controlled by a digital signal processor (DSP-TMS320C6713) combined with a Field 
Programmable Gate Array (FPGA-$FWHO3UR$VLF,,,FRQQHFWHGRQWKH'63¶VH[WHUQDOPHPRU\LQWHUIDFH7KH'63
calculates the converter voltage reference signals whilst the FPGA generates the PWM gating signals. 
The degree of unbalance Kir was set up to 0.7. Figs. 8 and 9 show the experimental results for star and delta 
configurations respectively. The order of display is as follows: (a) shows Kir variation; (b) and (c) graphs display 
the supply PCC end voltage and current; (d) and (e) graphs show converter cluster voltages, and the converter 
cluster currents, iCabc (star) and iCab,bc,ca (delta). The sub-module DC-link capacitor voltages, Vdc_abc (star) and 
Vdc_ab,bc,ca (delta), are shown in (f) and finally the zero sequence voltage or current denoted as vo (star), io (delta) 
respectively is displayed in (g). 
For both configurations (0 < t < 0.1 second), the STATCOM performs only reactive power compensation. From 
t = 0.1sec, the STATCOM controller compensates load unbalance, by increasing Kir in steps of 0.21, 0.105, 0.075 
and 0.05 up to 0.65 in Fig. 8, and in steps of 0.175 up to 0.7 in Fig. 9.   
 
Fig. 8.Operating behaviour of SSBC under unbalance Load compensation 
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Fig. 8 shows the SSBC-based STATCOM can adequately compensating for Kir up to 0.6 (0.1 < t < 0.5 second). It 
is observed that from Kir = 0.21, the converter starts supplying unbalanced load current (Fig. 8(e)) to compensate 
load unbalance, its terminal voltage becomes unbalanced (Fig. 8(d)), and vo starts increasing (Fig. 8(g)). In this 
case the DC-link voltages are maintained at their nominal ratings (50V) as seen in Fig. 8 (f). When Kir increases 
to 42% (0.2 < t < 0.3 second), converter terminal phase voltage becomes more unbalanced, hence pushing higher 
unbalanced current to re-balanced the current at PCC (Fig. 8(c)), the magnitude of vo reaches 30 V which is 50% 
of the converter phase nominal voltage, causing the maximum phase voltage value rising from nominal 60 V to 
90V. Further increasing the load unbalance level from Kir = 42% up to 60%,  (t < 0.5 second), the converter can 
still re-balance the current at PCC, even with higher maximum phase voltages due to the required zero sequence 
voltage v0 reaches 80% of the nominal phase voltage level. This is because the DC-link voltages are still held to 
their nominal levels. However the stable compensation operation cannot be maintained when Kir > 60%. Taking 
Kir= 65% (0.5 < t < 0.6 second) as an example for this case, it can be seen that the reference voltage for phase c 
(highlighted as red) exceeds its nominal value (see Fig. 8(d)) resulting from the zero sequence voltage reaching 
60V as shown in Fig. 8(g). The DC-link voltages become uncontrollable as shown in Fig. 8(f), thus resulting in 
distorted currents injected into the grid as seen in Fig. 8(c)).  
For the SDBC STATCOM, the unbalance load is completely compensated as observed in Fig. 9. This results in 
the PCC current adequately balance (see Fig. 9(c)) also, the sub-module capacitor voltages are maintained at their 
rated values as shown in Fig. 9(f). 
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Fig. 9. Operating behaviour of SDBC under unbalance Load compensation. 
The modulation technique applied in controlling the MMCC STATCOM is the multilevel phase-shifted PWM 
(PS-PWM) scheme. This has been tested for this converter topology of 2 FCC sub-modules (effective 4 H-bridge 
sub-modules) per phase as presented in one of DXWKRUV¶SUHYLRXVSXEOLFDWLRQV[11]. Though the carrier frequency 
per module is 750 Hz, the PS-PWM results in the harmonics in the MMCC phase voltage waveform being eight 
times of the carrier frequency and its sidebands, hence the most significant harmonic frequency is 750 x 8= 
6000Hz and those of its sidebands. Two plots showing the converter voltage waveform and its harmonic spectra 
with THD of 10.39% are presented in Fig.10. The converter phase voltage spectra diagram shows clearly the 
harmonic frequencies at the specified frequency values.  
18 
 
 
Fig. 10. (a) SDBC Phase Cluster Voltage and (b) Phase Spectrum at full Compensation 
To highlight the effectiveness of the STATCOM controller in compensating the positive sequence reactive current 
and negative sequence current at PCC, the power quality performance is shown through spectrum plot of the 
supply end current when using SDBC STATCOM. Fig. 11 shows that at the full compensation the current THD 
is a low 4.13%. This gives a clear indication of good power quality performance, since the voltage at PCC is 
assumed well-balanced and harmonic free. The SSBC case is not displayed because its capability is limited, thus 
resulting in injected distorted current when its sub-module capacitor voltages are unstable. 
 
Fig. 11. Supply end phase current THD during full compensation of SDBC. 
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7. CONCLUSION 
This paper investigated the capabilities of MMCC-based STATCOMs for load unbalance compensation, and 
covered both star (SSBC) and delta (SDBC)-connected STATCOMs.  This study has shown the following: 
1. For effective compensation of unbalanced load current, the star-connected MMCC-STATCOM requires 
injection of zero sequence voltage vo, and the delta-connected requires zero sequence current io. 
2. New equations were derived for vo as a function of the degree of load imbalance Kir = In/ Ip for the SSBC 
converter, and for io as a function of Kir for the SDBC.  
3. This study concluded that the SSBC converter has limited capability for unbalanced load compensation 
compared to the SDBC. This is because vo rises with the degree of load unbalance as measured by Kir, 
and may results in the converter phase voltage rising above its rated level and unbalanced converter phase 
reference voltages. For the SDBC converter, the io expression shows that an increase in Kir results in a 
small increase in the phase cluster current. Even with Kir reaching 100%, io does not exceed 35% of the 
nominal value. 
4. All the above results have been experimentally validated using an MMCC STATCOM with six modules. 
(Two per phase). 
In summary, the SDBC offers superior capability in achieving unbalanced load compensation in comparison to 
the SSBC-based STATCOM. ,QIXWXUHZRUNLWLVSODQQHGWRH[WHQGWKH66%&¶VRSHUDWLRQDOOLPLWE\LQMHFWLQJWKLUG
order harmonics in its zero sequence voltage vo. 
Appendix A1 
Continuation of vo simplification 
N and D are expressed in (33) and (34) as ܰ ൌ ሾሺ ௕ܲ െ ܺ௕ଷሻܺ௔ଶ െ ሺ ௔ܲ െ ܺ௔ଷሻܺ௕ଶሿݏ݅݊߱ݐ ൅ ሾሺ ௔ܲ െ ܺ௔ଷሻܺ௕ଵ െ ሺ ௕ܲ െ ܺ௕ଷሻܺ௔ଵሿܿ݋ݏ߱ݐ (A.1) ܦ ൌ ܺ௔ଶܺ௕ଵ െ ܺ௔ଵܺ௕ଶ         (A.2) 
Substitution of Xa1, Xa2, Xb1 and Xb2 into N and D yields ܰ ൌ ሺ ௔ܲ െ ܺ௔ଷሻ ቀܫ௉  ቀ߱ݐ ൅ ߮௜௣ െ ଶగଷ ቁ െ ܫ௡  ቀ߱ݐ ൅ ߮௜௡ ൅ ଶగଷ ቁቁ െ ሺ ௕ܲ െ ܺ௕ଷሻ൫ܫ௉ ൫߱ݐ ൅ ߮௜௣൯ െܫ௡ ሺ߱ݐ ൅ ߮௜௡ሻ൯         (A.3) 
D=
⁡?ଷଶ ൫ܫ௣ଶ െ ܫ௡ଶ൯        (A.4) 
Substituting N and D terms in (23) with PCC voltage angle 0 VPM yields, 
 ݒ݋ ൌ ⁡?⁡?⁡?ܫ݌⁡?ቀ⁡?െ݅ܭݎ⁡?ቁ ሺܫ݌ ቀܣܽ⁡? ቀ߱ݐ൅ ߮݅݌ െ ⁡?ߨ⁡?ቁെܣܾ⁡? ቀ߱ݐ ൅ ߮݅݌ቁቁ൅ ܫ݊ ቀܣܽ⁡? ቀ߱ݐ ൅ ߮݅݊ ൅ ⁡?ߨ⁡?ቁെܣܾ⁡?൫߱ݐ ൅ ߮݅݊൯ቁሻ         (A.5) 
Where
innPiPPPaa IVIVpA MM coscos1  and innPinnPiPPPbb IVIVIVpA MMM sin
2
3
cos
2
1
cos1   
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Appendix A2 
Continuation of io simplification 
The numerator (N) and denominator (D) are simplified by substituting Xab1, Xab2, Xbc1 and Xbc2 into (38) and (39) 
respectively.  ܰ ൌ ሾሺ ௕ܲ௖ െ ܺ௕௖ଷሻܺ௔௕ଶ െ ሺ ௔ܲ௕ െ ܺ௔௕ଷሻܺ௕௖ଶሿݏ݅݊߱ݐ ൅ ሾሺ ௔ܲ௕ െ ܺ௔௕ଷሻܺ௕௖ଵ െ ሺ ௕ܲ௖ െ ܺ௕௖ଷሻܺ௔௕ଵሿܿ݋ݏ߱ݐ(B.1) ܦ ൌ ܺ௔ଶܺ௕ଵ െ ܺ௔ଵܺ௕ଶ         (B.2) 
Substitution of Xab1, Xab2, Xbc1 and Xbc2 into N and D yields    ܰ ൌ ⁡?⁡?ܸ ௉ሾሺ ௔ܲ௕ െ ܺ௔௕ଷሻ  ቀ߱ݐ െ గଶቁ െ ሺ ௕ܲ௖ െ ܺ௕௖ଷሻ  ቀ߱ݐ ൅ గ଺ቁሿ         (B.3) 
D=
ଷ⁡?ଷଶ ௣ܸଶ          (B.4) 
Combining N and D new terms in (31) with PCC voltage angle 0 VPM yields, 
 ݅௢ ൌ ଶଷ ܫ௉ሾቀ ௉ೌ್௏ುூು െ ܿ݋ݏ߮௜௣ െ ଵଶܭ௜௥ܿ݋ݏ߮௜௡ െ ⁡?ଷଶ ܭ௜௥ݏ݅݊߮௜௡ቁ ܿ݋ݏ ቀ߱ݐ െ గଶቁ െ ቀ ௉್೎௏ುூು െ ܿ݋ݏ߮௜௣ ൅ܭ௜௥ܿ݋ݏ߮௜௡ቁ ܿ݋ݏ ቀ߱ݐ ൅ గ଺ቁሿ        (B.5) 
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